—— 6" MIN. ——=—

- 3-2" MAX. ——

CLEAN PULVERIZED BLACK DIRT —L5
BACKFILL IN PARKWAY AREAS  —| ||

E| | | COMPACTED TRENCH
/‘IE’_ BACKFILL UNDER ALL

m PAVED AREAS

) |——

—
-

2' MIN.
2'-6" MAX.

@

1-1/2" - 2" UNI-DUCT UNDER PARKWAY AREA

OR

—  — ALL EXISTING PAVED AREA SHALL BE AUGERED & PUSHED WITH A 2" DIAMETER

SAND BEDDING & BACKFILL

USE XLP WIRE, 120 VOLT WITH 3-#6 COPPER

RIGID GALVANIZED STEEL ROADWAY SLEEVE FOR INSTALLATION OF UNI-DUCT.
GS SLEEVE SHALL BE EXTENDED A MIN. 3' BEYOND THE EDGE OF THE PAVED AREA.
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